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Introduction  
 
Marine Corps Base Quantico G-F, Installation and Environment Division, is 
pleased to present the Base’s Mainside Annual Water Quality Report for 
2015.  This report is designed to inform you about the quality of water and 
services we deliver to you every day.  
 
Our constant goal is to provide you, the consumer, with a safe and dependa-
ble supply of drinking water.  
 
We are committed to ensuring the quality of your water. To help us meet 
this goal, we have established a Water Quality Response Team. Personnel 
from the Base Naval Health Clinic join with our Physical Science Techni-
cian, to respond to customer concerns and water quality questions. Togeth-
er, they have the resources to test the chemical and bacteriological quality at 
the consumers tap.  
 
Our Mainside water (PWSID No. 6153675) comes from protected surface 
water sources. The water is processed at the Mainside Water Treatment 
Plant. 

Summary  

The Mainside Water Treatment Plant routinely 
monitors for constituents in your drinking water 
according to State and Federal laws. This report 
shows the results of our monitoring for the period 
January 1 through December 31, 2015.  

 

The sources of drinking water (both tap water and bottled water) include 
rivers, lakes, streams, ponds, reservoirs, springs, and wells. As water travels 
over the surface of the land or through the ground, it dissolves naturally  

occurring minerals and in some cases radioactive material and can pick up 
substances resulting from the presence of animals or from human activity. 

 Contaminants that may be present in source water include:  
 
i.  microbial contaminants, such as viruses and bacteria, which may come 
from sewage treatment plants, septic systems, agricultural livestock opera-
tions, and wildlife.  
ii. inorganic contaminants, such as salts and metals, which can be naturally 
occurring or result from urban storm water runoff, industrial or domestic 
wastewater discharges, oil and gas production, mining, or farming.  
iii.  pesticides and herbicides, which may come from a variety of sources 
such as agriculture, urban storm water runoff, and residential uses.  
iv.  organic chemical contaminants, including synthetic and volatile organ-
ic chemicals, which are byproducts of industrial processes and petroleum 
production, and can also come from gas stations, urban storm water runoff, 
and septic systems.  
v.  radioactive contaminants, which can be naturally occurring or be the 
result of oil and gas production and mining activities.  
 
In order to ensure that tap water is safe to drink, USEPA prescribes regula-
tions that limit the amount of certain contaminants in water provided by 
public water systems. U.S. Food and Drug Administration (FDA) regula-
tions establish limits for contaminants in bottled water. 
 
Drinking water, including bottled water, may reasonably be expected to 
contain at least a small amount of some contaminants. The presence of con-
taminants does not necessarily indicate that the water poses a health risk. 
More information about drinking water contaminants and potential health 
effects can be obtained by calling the USEPA’s Safe Drinking water Hotline 
at 1-800-426-4791 or visiting their website at  

http://water.epa.gov/drink/index.cfm. 

The Facts 
  
This report contains information on all regulated contaminants found in 
your drinking water. Additionally, over 85 water tests are performed for a 
variety of contaminants not found in the water delivered to the Base.  
 
 
An explanation of the results is included in a data table at the end of 
this report.  
 
Maximum Contaminant Levels (MCL’s) are set at very stringent levels by 
the USEPA. In developing the standards USEPA assumes that the average 
adult drinks 2 liters of water each day throughout a 70-year life span. 
USEPA generally sets MCL’s at levels that will result in no adverse health 
effects for some contaminants or a one-in-ten-thousand to one-in-a-million 
chance of having the described health effect for other contaminants.  

http://water.epa.gov/drink/index.cfm�


The VDH conducted a source water assessment in 2002. The purpose was 
to determine the relative susceptibility of the source water to activities in 
the watershed. Our source water was calculated to have a high susceptibil-
ity to contamination due to ongoing Base activities. There was no evidence 
of contamination of the water source in any of our testing.  

Microbial Analysis  
 
Total Coliform: Coliforms are bacteria that 
are present naturally in the environment 
and are used as an indicator that other, 
potentially harmful bacteria, may be pre-
sent. When Coliform bacteria are found, 
special follow-up tests are done to deter-
mine if harmful bacteria are present in the 
water supply. If the limit is exceeded, the 

water supplier must notify the public by newspaper, radio, or television.   
In March 2015 there was a Total Coliform Rule exceedance; meaning Total 
Coliforms were present in more than 1 sample for the month.  Repeat sam-
ples were taken to ensure compliance and the Quantico Water Treatment 
Plant is currently and has been in compliance with no Total Coliforms 
detected.  Coliforms are bacteria that are naturally present in the environ-
ment and are used as an indicator that other, potentially-harmful, bacteria 
may be present.  Coliforms were found in more samples than allowed and 
this was a warning of potential problems. 
 
Disinfection By-products 
 
During May 2015 the 12–month average monitoring for Haloacetic  
Acids (HAA5) revealed an exceedance of 0.007 mg/L over the Primary 
Maximum Contaminant Level (MCL) of 0.060 mg/L.  Some people 
who drink water containing  HAA5 in excess of the MCL  over many 
years may have an increased risk of getting cancer. To maintain ac-
ceptable levels of HAA5, we are implementing all sampling require-
ments in accordance with regulations and conducting a comprehensive 
flushing protocol of our water distribution system along with an im-
proved operational contingency plan.  
 
The required combined filter monitoring was not completed between 
October 15, 2015 and November 20, 2015 due to a sample pump failure.  
The pump was replaced on November 20, 2015 and monitoring re-
sumed.  Compliance has been achieved since the pump replacement.   

 
 

The Distribution System 
 
We encourage our customers to contact us to report their observations. At 
that time, we will visit the site and determine if we need to run additional 
tests.  If you have any questions about this report or concerning your water 
utility, please contact Mr. Nick Van Meter, Utilities Manager at (703) 784-
2246. 
 
 
 

Should Some People Take Special Precautions?  
 
Some people may be more vulnerable to contaminants in drinking water 
than the general population.  Immune system compromised persons such 
as persons with cancer undergoing chemotherapy, people who have under-
gone organ transplants, people with HIV/AIDS or other immune system 
disorders, some elderly and infants can be partially at risk from infections. 
These people should seek advice about drinking water from their health 
care providers. USEPA/CDC guidelines on appropriate means to lessen the 
risk of infection by cryptosporidium and other microbiological contami-
nants are available from the USEPA Safe Drinking Water Hotline at 1-800-
426-4791. We constantly monitor the water supply for various contami-
nants. We strongly recommend that our customers not use water from 
the hot water tap for consumpƟon. Any contaminants found in the water 
may accumulate in the hot water tank. This would be true anywhere, re-
gardless of the water source. This does not mean that there is anything 
wrong with our drinking water. All water tests are conducted on water 
from the cold-water tap. Our concern is that the water quality is unknown 
when water from the hot-water tap is consumed. We believe you are bet-
ter served by heating cold-water for this purpose. 
 
We failed to conduct the rouƟne metals tesƟng for calendar year 2015 
causing a violaƟon; a metals sample was collect April 21, 2016 and the 
results were received May 9, 2016. The Mainside Water System is now in 
compliance.  
 

 Lead and Copper  
During August and September 2015, the Base completed testing for Lead 
and Copper in the distribution system. Samples from thirty sites were 
tested according to an approved sampling plan. .  More information about 

drinking water contaminants and poten-
tial health effects can be obtained by call-
ing the USEPA’s Safe Drinking Water 
Hotline at 1-800-426-4791 or visiting 
their website at http://water.epa.gov/
drink/index.cfm. If present, elevated lev-
els of lead can cause serious health prob-
lems, especially for pregnant women and 
young children. Lead in drinking water is 
primarily from materials and components 

associated with service lines and home plumbing. Marine Corps Base 
Quantico is responsible for providing high quality drinking water, but 
cannot control the variety of materials used in plumbing components.  
When your water has been sitting for several hours, you can minimize 
the potential for lead exposure by flushing your tap for 15 to 30 sec-
onds, until it becomes cold or reaches a steady temperature before 
using the water for drinking or cooking. If you are concerned about lead 
in your water, you may wish to have your water tested. Information on 
lead in drinking water, testing methods, and steps you can take to mini-
mize exposure is available from the USEPA’s Safe Drinking water Hotline at  
1-800-426-4791 or visit h p://water.epa.gov/safewater/lead. 
 

 Additional Tests and Monitoring  
Unregulated Contaminant Monitoring Rule 3 (UCMR3)  
 
The Safe Drinking Water Act (SDWA), as amended in 1996, requires the 
USEPA to establish criteria for a program to monitor unregulated contami-
nant and publish a list of contaminants to be monitored every five years.  
USEPA published the first set of contaminants in 1999. This final regula-
tion meets the Safe Drinking Water Act (SDWA) requirement by publish-
ing the next set of unregulated contaminants to be monitored and the re-
quirements for such monitoring.  
Implementation of this final rule benefits the environment by providing 
USEPA and other interested parties with scientifically valid data on the 
occurrence of the contaminants in drinking water; thereby, permitting the 
assessment of the population potentially being exposed and the levels of 
exposure. These results are the primary resource of occurrence and provide 
exposure data for the USEPA to determine whether to regulate these con-
taminants.  

http://water.epa.gov/drink/index.cfm�
http://water.epa.gov/drink/index.cfm�
http://water.epa.gov/drink/index.cfm�
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http://water.epa.gov/safewater/lead�


To view Contaminant Candidate List for UCMR3 testing, go 
to: 

 http://water.epa.gov/lawsregs/rulesregs/sdwa/ucmr/

ucmr3/index.cfm   

Conclusion  
 
 Thank you for allowing us to continue providing your family with 
clean, quality water this year. In order to maintain a safe and de-
pendable water supply we sometimes need to make improvements 
that benefits all of our customers.  

As announced in the Base newspaper, The Quantico Sentry, water 
mains and fire hydrants are flushed twice a year. This may cause 
temporary water discoloration. We apologize for any inconvenience. 
Our goal is to provide water of excellent quality to every customer. 
We in the Utilities Section, work around the clock to provide top 
quality water to every tap.  

Our customers can help protect themselves and our water system by 
careful use of this resource, which is the heart of our community, our 
way of life and our children’s future.  

 
Stay Hydrated! 
Our energy level is greatly affected by the amount of water we 
drink. A 5% drop in body fluids will cause a 25‐30% loss of energy in 
the average person.  

• If you lose 5% of your body’s water, you will likely run a fever.  

• If you lose 10% of your body’s water, you will have difficulty     
moving and may not be able to move at all.  

  Losing 12% of your body’s water can result in death.  

• Most people can exist for over 30 days without food, but only 4‐7 
days without water. Even mild dehydraƟon will slow down metabo‐
lism as much as 3%.  

• One glass of water will reduce midnight hunger pangs for most 
people.  

• Water leaves the stomach five minutes aŌer consumpƟon.  

• Lack of water is one of the primary triggers of dayƟme faƟgue.  

• Preliminary research indicates that 8‐10 glasses of water a day 
could significantly ease back and joint pain for up to 80% of suffer‐
ers.  

• A mere 2% drop in body water can trigger fuzzy, short‐term 
memory, trouble with basic math, and difficulty focusing on the 
computer screen or on a printed page.  

  

 




	Publication1-MS-CCR-2015 (rev)
	MS-CCR-2015


<<
  /ASCII85EncodePages false
  /AllowTransparency false
  /AutoPositionEPSFiles true
  /AutoRotatePages /None
  /Binding /Left
  /CalGrayProfile (Dot Gain 20%)
  /CalRGBProfile (sRGB IEC61966-2.1)
  /CalCMYKProfile (U.S. Web Coated \050SWOP\051 v2)
  /sRGBProfile (sRGB IEC61966-2.1)
  /CannotEmbedFontPolicy /Error
  /CompatibilityLevel 1.4
  /CompressObjects /Tags
  /CompressPages true
  /ConvertImagesToIndexed true
  /PassThroughJPEGImages true
  /CreateJobTicket false
  /DefaultRenderingIntent /Default
  /DetectBlends true
  /DetectCurves 0.0000
  /ColorConversionStrategy /CMYK
  /DoThumbnails false
  /EmbedAllFonts true
  /EmbedOpenType false
  /ParseICCProfilesInComments true
  /EmbedJobOptions true
  /DSCReportingLevel 0
  /EmitDSCWarnings false
  /EndPage -1
  /ImageMemory 1048576
  /LockDistillerParams false
  /MaxSubsetPct 100
  /Optimize true
  /OPM 1
  /ParseDSCComments true
  /ParseDSCCommentsForDocInfo true
  /PreserveCopyPage true
  /PreserveDICMYKValues true
  /PreserveEPSInfo true
  /PreserveFlatness true
  /PreserveHalftoneInfo false
  /PreserveOPIComments true
  /PreserveOverprintSettings true
  /StartPage 1
  /SubsetFonts true
  /TransferFunctionInfo /Apply
  /UCRandBGInfo /Preserve
  /UsePrologue false
  /ColorSettingsFile ()
  /AlwaysEmbed [ true
  ]
  /NeverEmbed [ true
  ]
  /AntiAliasColorImages false
  /CropColorImages true
  /ColorImageMinResolution 300
  /ColorImageMinResolutionPolicy /OK
  /DownsampleColorImages true
  /ColorImageDownsampleType /Bicubic
  /ColorImageResolution 300
  /ColorImageDepth -1
  /ColorImageMinDownsampleDepth 1
  /ColorImageDownsampleThreshold 1.50000
  /EncodeColorImages true
  /ColorImageFilter /DCTEncode
  /AutoFilterColorImages true
  /ColorImageAutoFilterStrategy /JPEG
  /ColorACSImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /ColorImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /JPEG2000ColorACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /JPEG2000ColorImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /AntiAliasGrayImages false
  /CropGrayImages true
  /GrayImageMinResolution 300
  /GrayImageMinResolutionPolicy /OK
  /DownsampleGrayImages true
  /GrayImageDownsampleType /Bicubic
  /GrayImageResolution 300
  /GrayImageDepth -1
  /GrayImageMinDownsampleDepth 2
  /GrayImageDownsampleThreshold 1.50000
  /EncodeGrayImages true
  /GrayImageFilter /DCTEncode
  /AutoFilterGrayImages true
  /GrayImageAutoFilterStrategy /JPEG
  /GrayACSImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /GrayImageDict <<
    /QFactor 0.15
    /HSamples [1 1 1 1] /VSamples [1 1 1 1]
  >>
  /JPEG2000GrayACSImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /JPEG2000GrayImageDict <<
    /TileWidth 256
    /TileHeight 256
    /Quality 30
  >>
  /AntiAliasMonoImages false
  /CropMonoImages true
  /MonoImageMinResolution 1200
  /MonoImageMinResolutionPolicy /OK
  /DownsampleMonoImages true
  /MonoImageDownsampleType /Bicubic
  /MonoImageResolution 1200
  /MonoImageDepth -1
  /MonoImageDownsampleThreshold 1.50000
  /EncodeMonoImages true
  /MonoImageFilter /CCITTFaxEncode
  /MonoImageDict <<
    /K -1
  >>
  /AllowPSXObjects false
  /CheckCompliance [
    /None
  ]
  /PDFX1aCheck false
  /PDFX3Check false
  /PDFXCompliantPDFOnly false
  /PDFXNoTrimBoxError true
  /PDFXTrimBoxToMediaBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXSetBleedBoxToMediaBox true
  /PDFXBleedBoxToTrimBoxOffset [
    0.00000
    0.00000
    0.00000
    0.00000
  ]
  /PDFXOutputIntentProfile ()
  /PDFXOutputConditionIdentifier ()
  /PDFXOutputCondition ()
  /PDFXRegistryName ()
  /PDFXTrapped /False

  /CreateJDFFile false
  /Description <<

    /BGR <>
    /CHS <FEFF4f7f75288fd94e9b8bbe5b9a521b5efa7684002000410064006f006200650020005000440046002065876863900275284e8e9ad88d2891cf76845370524d53705237300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c676562535f00521b5efa768400200050004400460020658768633002>
    /CHT <FEFF4f7f752890194e9b8a2d7f6e5efa7acb7684002000410064006f006200650020005000440046002065874ef69069752865bc9ad854c18cea76845370524d5370523786557406300260a853ef4ee54f7f75280020004100630072006f0062006100740020548c002000410064006f00620065002000520065006100640065007200200035002e003000204ee553ca66f49ad87248672c4f86958b555f5df25efa7acb76840020005000440046002065874ef63002>
    /CZE <>
    /DAN <>
    /DEU <>
    /ESP <>
    /ETI <>
    /FRA <>
    /GRE <>

    /HRV (Za stvaranje Adobe PDF dokumenata najpogodnijih za visokokvalitetni ispis prije tiskanja koristite ove postavke.  Stvoreni PDF dokumenti mogu se otvoriti Acrobat i Adobe Reader 5.0 i kasnijim verzijama.)
    /HUN <>
    /ITA <>
    /JPN <FEFF9ad854c18cea306a30d730ea30d730ec30b951fa529b7528002000410064006f0062006500200050004400460020658766f8306e4f5c6210306b4f7f75283057307e305930023053306e8a2d5b9a30674f5c62103055308c305f0020005000440046002030d530a130a430eb306f3001004100630072006f0062006100740020304a30883073002000410064006f00620065002000520065006100640065007200200035002e003000204ee5964d3067958b304f30533068304c3067304d307e305930023053306e8a2d5b9a306b306f30d530a930f330c8306e57cb30818fbc307f304c5fc59808306730593002>
    /KOR <FEFFc7740020c124c815c7440020c0acc6a9d558c5ec0020ace0d488c9c80020c2dcd5d80020c778c1c4c5d00020ac00c7a50020c801d569d55c002000410064006f0062006500200050004400460020bb38c11cb97c0020c791c131d569b2c8b2e4002e0020c774b807ac8c0020c791c131b41c00200050004400460020bb38c11cb2940020004100630072006f0062006100740020bc0f002000410064006f00620065002000520065006100640065007200200035002e00300020c774c0c1c5d0c11c0020c5f40020c2180020c788c2b5b2c8b2e4002e>
    /LTH <>
    /LVI <>
    /NLD (Gebruik deze instellingen om Adobe PDF-documenten te maken die zijn geoptimaliseerd voor prepress-afdrukken van hoge kwaliteit. De gemaakte PDF-documenten kunnen worden geopend met Acrobat en Adobe Reader 5.0 en hoger.)
    /NOR <>
    /POL <>
    /PTB <>
    /RUM <>
    /RUS <>
    /SKY <>
    /SLV <>
    /SUO <>
    /SVE <>
    /TUR <>
    /UKR <>
    /ENU (Use these settings to create Adobe PDF documents best suited for high-quality prepress printing.  Created PDF documents can be opened with Acrobat and Adobe Reader 5.0 and later.)
  >>
  /Namespace [
    (Adobe)
    (Common)
    (1.0)
  ]
  /OtherNamespaces [
    <<
      /AsReaderSpreads false
      /CropImagesToFrames true
      /ErrorControl /WarnAndContinue
      /FlattenerIgnoreSpreadOverrides false
      /IncludeGuidesGrids false
      /IncludeNonPrinting false
      /IncludeSlug false
      /Namespace [
        (Adobe)
        (InDesign)
        (4.0)
      ]
      /OmitPlacedBitmaps false
      /OmitPlacedEPS false
      /OmitPlacedPDF false
      /SimulateOverprint /Legacy
    >>
    <<
      /AddBleedMarks false
      /AddColorBars false
      /AddCropMarks false
      /AddPageInfo false
      /AddRegMarks false
      /ConvertColors /ConvertToCMYK
      /DestinationProfileName ()
      /DestinationProfileSelector /DocumentCMYK
      /Downsample16BitImages true
      /FlattenerPreset <<
        /PresetSelector /MediumResolution
      >>
      /FormElements false
      /GenerateStructure false
      /IncludeBookmarks false
      /IncludeHyperlinks false
      /IncludeInteractive false
      /IncludeLayers false
      /IncludeProfiles false
      /MultimediaHandling /UseObjectSettings
      /Namespace [
        (Adobe)
        (CreativeSuite)
        (2.0)
      ]
      /PDFXOutputIntentProfileSelector /DocumentCMYK
      /PreserveEditing true
      /UntaggedCMYKHandling /LeaveUntagged
      /UntaggedRGBHandling /UseDocumentProfile
      /UseDocumentBleed false
    >>
  ]
>> setdistillerparams
<<
  /HWResolution [2400 2400]
  /PageSize [612.000 792.000]
>> setpagedevice


